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Installation instruction Roof Inlet BRTG & BRTF/BRTK
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Roof Inlet BRTG Roof Inlet BRTF/BRTK

Size
BRTG

Hole size
/  mm

3 330
4 430
5 530
6 630
7 730
8 830
9 930
10 1030
11 1130
12 1230
13 1330
14 1430
15 1530
16 1630
17 1730
18 1830
19 1930
21 2130

Size
BRTF/BRTK

Hole size
/  mm

200 680 x 330
300 880 x 430
400 1080 x 530
500 1280 x 630
600 1480 x 730
800 1880 x 930
1000 2280 x 1130
1200 2680 x 1330
1400 3080 x 1530
1600 3480 x 1730
1800 3880 x 1930
2000 4280 x 2130

NB! The roof cowl and roof inlet are to be mounted horizontally.

Run all cladding 
up under the lip

Mount brackets. 
Use supplied screws 
with diagonal offset, 
cc 200 mm

Min. rec. distance 
of 300 mm between 
roof and top edge 
of roof inlet

Clad in plywood, 
veneer or similar

Roofing felt
Sheet metal 
cladding, if any


